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131200 Pre-Engineered Bleachers 
1 General 
1.1 General 

A. Pre-Engineered/exterior bleachers and grandstands planking shall be 
closed-skirt aluminum.  All plank fasteners connections shall be spot-
welded.  Submit manufacturer's catalog cut sheets with the 50% 
Construction Documents Submittal for review and approval. 

131210 Pre-Engineered Buildings 
1 General 
1.1 General 

A. Pre-Engineered buildings are to be used only when specifically 
requested by the Facilities Management Department. 
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